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EYE BOLT IN TRUSS

STUD FRAME @ 16" O.C.
1/2" G.W.B. ON 2X4 WD.
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SEE PLAN FOR INSULATION
DESIGNATION
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& DOUBLE NUT
DOUBLE WASHER

ISOMODE PADS

AHU UNIT

EDGE OF EQUIP.
MIN. 30" WORKING SPACE FROM
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SPACE IN HEIGHT ON THE SIDE NECESSARY TO SERVICE EQUIPMENT.
OF THE EQUIPMENT WITH A 36 INCH CLEAR WORKING
PROVIDE A 30 INCH PLATFORM FROM THE EDGE30" MIN.
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K.D.Y.

D.C.M.

K.D.Y.
smoke detector (ceiling)

pipe hanger detail

condensate piping detailflex duct hanger

non-rated penetrationsfire damper detail

rigid duct hanger

refrig. pipe support

ahu attic support (threaded rods) ahu attic support (chains)


