
DESIGN COOLING DESIGN HEATING
COOLING DATA AT Jul 1300 HEATING DATA AT DES HTG
COOLING OA DB / WB   89.6 °F / 77.6 °F HEATING OA DB / WB   43.0 °F / 36.1 °F

Sensible Latent Sensible Latent
ZONE LOADS Details (BTU/hr) (BTU/hr) Details (BTU/hr) (BTU/hr)
Window & Skylight Solar Loads 0 ft² 0 - 0 ft² - -
Wall Transmission 0 ft² 0 - 0 ft² 0 -
Roof Transmission 1856 ft² 12382 - 1856 ft² 6041 -
Window Transmission 0 ft² 0 - 0 ft² 0 -
Skylight Transmission 0 ft² 0 - 0 ft² 0 -
Door Loads 0 ft² 0 - 0 ft² 0 -
Floor Transmission 1856 ft² 0 - 1856 ft² 0 -
Partitions 0 ft² 0 - 0 ft² 0 -
Ceiling 113 ft² 307 - 113 ft² 317 -
Overhead Lighting 1463 W 4351 - 0 0 -
Task Lighting 0 W 0 - 0 0 -
Electric Equipment 1207 W 3693 - 0 0 -
People 31 6881 9978 0 0 0
Infiltration - 0 0 - 0 0
Miscellaneous - 8000 0 - 0 0
Safety Factor 20% / 20% 7123 1996 20% 1272 0
>> Total Zone Loads - 42737 11973 - 7629 0
Zone Conditioning - 46728 11973 - 8705 0
Plenum Wall Load 0% 0 - 0 0 -
Plenum Roof Load 0% 0 - 0 0 -
Plenum Lighting Load 0% 0 - 0 0 -
Return Fan Load 2230 CFM 0 - 2230 CFM 0 -
Ventilation Load 0 CFM 0 0 0 CFM 0 0
Supply Fan Load 2230 CFM 0 - 2230 CFM 0 -
Space Fan Coil Fans - 0 - - 0 -
Duct Heat Gain / Loss 0% 0 - 0% 0 -
>> Total System Loads - 46728 11973 - 8705 0
Central Cooling Coil - 46728 11977 - 0 0
Central Heating Coil - 0 - - 8705 -
>> Total Conditioning - 46728 11977 - 8705 0
Key: Positive values are clg loads Positive values are htg loads

Negative values are htg loads Negative values are clg loads


